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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3702.12 Branch circuits serving room air conditioners. A room air conditioner shall be considered as a single motor unit in 
determining its branch-circuit requirements where all the following conditions are met: 
1. It is cord- and attachment plug-connected. 
2. The rating is not more than 40 amperes and 250 volts; single phase. 
3. Total rated-load current is shown on the room air-conditioner nameplate rather than individual motor currents. 
4. The rating of the branch-circuit short-circuit and ground-fault protective device does not exceed the ampacity of the branch-circuit 
conductors, or the rating of the branch-circuit conductors, or the rating of the receptacle, whichever is less. 
 
 

REASON AND FISCAL IMPACT 

This text was extracted from the 2005 Indiana Residential Code. 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 
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